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 5 Pole Tagging 

Company-specific tags in the quantity prescribed to indicate the severity of the condition 
shall be installed. Tags should be nailed to the pole below the structure number or facility 
point number plate. 

Non-reinforceable, B-priority condition poles shall be tagged with one white tag as shown in 
Figure 1. Non-reinforceable, A-priority condition poles shall be tagged with two white tags as 
shown in Figure 2. 

Note that reinforceable poles, in accordance with Policy 014, may be tagged with one or two 
yellow tags. 

Figure 1—One Tag for B-Priority, Non-Reinforceable 

(Pacific Power stock item # 8004002 / Rocky Mountain Power stock item # 8004003) 

Figure 2—Two Tags for A-Priority, Non-Reinforceable 
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